1) Cut the tape holding the bottom of the box together. (FIGURE A)

2) Fold down the flaps as shown. (FIGURE B)

3) Carefully lift unit and remove the foam inserts one side at a time. (FIGURE C)
4) Remove the remaining foam inserts. Support the side of unit while doing so. (FIGURE D)

FIGURE D

CAUTIONS
- This Unit is Very Heavy, Two Man Lift Required
- Remove unit from protective plastic bag before lifting.
- Do Not Lift The Unit By The Face (FIGURE E)

FIGURE E